
 

  
   

   
    

 

         

       

        

    

 

    

                 

             

           

             

                  

  

              

        

              

           

              

  

              

       

      

     

      

     

   

 

 

 

    

                

                

               

       

Builder Tip 
Issue No: 18 

January 1, 2025 
Updated to 2024 OBC 

Location of Exit Signs 

The Building Standards Department issues Builder Tips as part of our customer service program. They are 

designed to provide an improved understanding of the Building Code and to reduce the costs associated 

with correcting infractions. Please contact your area building inspector for further information or call the 

Building Standards Department at 905.475.4848 extension 2189 

3.4.5.1. Exit Signage 

(1) Except as provided by Sentence (9) and (10), every exit door shall have an exit sign 

providing visual information placed over or adjacent to it if the exit serves 

(a) a building more than 2 storeys in building height, 

(b) a building having an occupant load of more than 150, or 

(c) a room or floor area that has a fire escape as part of a required means of 

egress. 

(2) Except as provided by sentence (7), every exit sign providing visual information shall 

(a) be visible on approach to the exit, 

(b) consist of a green and white or lightly tinted graphical symbol meeting the 

colour specifications referred to in ISO 3864-1, “Graphical symbols – Safety 

colours and safety signs – Part 1: Design principles for safety signs and safety 

markings,” and 

(c) conform to ISO 7010, “Graphical symbols – Safety colours and safety signs – 

Registered safety signs, “for the following symbols: 

(i) E001 emergency exit left, 

(ii) E002 emergency exit right, 

(iii) E005 90-degree directional arrow, and 

(iv) E006 450degree directional arrow. 

(See Note A-3.4.5.1.(2)(c)) 
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(6) Where no exit is visible from a public corridor, from a corridor used by the public in a 

Group A or B major occupancy or from principal routes serving an open floor area 

having an occupant load of more than 150, an exit sign conforming to Clauses (2)(b) 

and (c) with an arrow or other indicator pointing at the direction of egress shall be 

provided. 

(7) Except for egress doorways describe in Sentence 3.3.2.4.(4), an exit sign 

conforming to Sentences (2) to (5) shall be placed over or adjacent to every egress 

doorway from rooms with an occupant load more than 60 in Group A, Division 1 

occupancies, dance halls, licensed beverage establishment and other similar 

occupancies that, when occupied, have lighting levels below the level that would 

provide easy identification of the egress doorway 

(8) Except for suite doors opening directly to the exterior, every exit serving a hotel shall 

have an exit sign placed over or adjacent to it. 

(9) An exit sign is not required within a suite containing a Group B, Division 3 occupancy 

if the following requirements are met: 

(a) the suite contains sleeping accommodation for not more than 10 persons, and 

(b) not more than 6 occupants require assistance in evacuation in case of an 

emergency. 

OBJECTIVE 

The objective of Exit Signage (Emergency Exit Signs) is to provide appropriate visual 

conditions and direction to allow escape routes to be readily located and used. When 

there is an emergency in a building, all occupants and visitors must be informed of the 

most efficient way to exit the building. Not every person is familiar with a building’s 

layout. Occupants and visitors rely on exit signs to assist in locating the closest, safest 

way out of the building in the event of an emergency evacuation. If smoke affects 

visibility, exit signs may be critical in finding the way to safety. 
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